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AMPERES: 1200A 120/208V, 3 PHASE, 4 WIRE
MAINS: 1200A MCB M D P MOUNTING: SURFACE
RATING (KAIC): 25K SECTIONS: 1 of 1
LOAD CKT BKRS CKT. CKT. | CKT BKRS LOAD
DESCRIPTION KVA | AMP | POLE | NO. NO. AMP | POLE | KVA DESCRIPTION
- 0.0 - - 1 |[A--| 2 - - 12.0 -
MSB 0.0 1200 3 3 |-B-| 4 200 3 12.0 ELEVATOR PNL
- 0.0 - - 5 |--C 6 - - 12.0 -
- 12.6 - - 7 |A--| 8 - - 274 -
PNL LL 14.9 225 3 9 |-B-| 10 225 3 215 PNLK
- 16.9 - - 11 |- -Cl 12 - - 314 -
- 14.2 - - 13 |[A- -| 14 - - 35.0 -
PNL UL 15.8 225 3 15 |-B-| 16 400 3 329 PNLP
- 15.8 - - 17 |- - Cl 18 - - 348 -
- 7.7 - - 19 |A--| 20 - - 5.3 -
PNL ULM 6.4 225 3 21 |-B-| 22 60 3 5.3 HP-1
- 6.0 - - 23 |- -Cl 24 - - 5.3 -
- 49 - - 25 |A--| 26 - - 5.3 -
RTU-1 49 50 3 27 |-B-| 28 60 3 5.3 HP-2
- 4.9 - - 29 |- -C| 30 - - 5.3 -
- 1.8 - - 31 |[A--| 32 - - 0.0 -
SEWER CUTTER PUMP 1.8 30 3 33 |-B-| 34 60 3 0.0 SPARE
- 1.8 - - 35 |- -C| 36 - - 0.0 -
- 0.0 - - 37 |A--| 38 - - 8.7 -
SPARE 0.0 225 3 39 |-B-| 40 80 3 8.7 HP-3
- 0.0 - - 41 |- -C| 42 - - 8.7 -
NOTES:
1. Panel to be rated for service entrance.
CONNECTED LOAD SUMMARY 2.Panel to be capable of receiving 600kcm feeders.
PHASE A: 1349 KVA 3.Panel to be provided with TVSS & with service disconnect.
PHASE B: 1295 KVA
PHASE C: 1429 KVA
PANEL TOTAL LOAD: 407.3 KVA
Load Letter Calculations LIGHTS 26.3
RECEPTACLES 1ST10K=  10.0 KVA RECEPTACLES 66.1
LIGHTS @125%= 46.2 KVA APPLIANCES 140.5
APPLIANCES 1ST10KVA=  10.0 KVA MOTORS 43.2
APPLIANCES>10KVA@75%= 106.5 KVA HEAT 73.2
LARGEST MOTOR @ 125%= 45.0 KVA AC 47.5
OTHER MOTORS @100%= 7.2 KVA WATER HEATING 0.0
RECEPTACLES>10KVA@50%=28.1 KVA 396.8
SEASONAL HVAC @125%= 91.2KVA
AMPERES: 225A 120/208V, 3 PHASE, 4 WIRE
MAINS: 225A MLO P N L MOUNTING: SURFACE
RATING (KAIC): 20K SECTIONS: 1 of 1
LOAD CKT BKRS | CKT. CKT. | CKTBKRS LOAD
DESCRIPTION KVA | AMP |POLE| NO. NO. | AMP | POLE| KVA DESCRIPTION
RM139 FRIDGE 1.3 20 2 1 JA--| 2 20 1 0.0 SPARE
- 1.3 20 - 3 [-B-| 4 20 1 0.0 SPARE
RM139 HOOD/OUTLET GA 1.5 20 1 5 [--C 6 20 1 0.0 SPARE
RM137 DOUBLE OVEN 44 50 2 7 |[A--| 8 40 2 1.2 RM137 FREEZER
- 44 - - 9 [-B-| 10 - - 1.2 -
RM139 COOKTOP 44 40 2 11 |- - C| 12 50 2 4.2 RM139 DOUBLE OVEN
- 44 - - 13 |A--| 14 - - 4.2 -
RM137 DISHWASHER 1.1 20 1 15 |-B-| 16 20 1 1.1 RM137 DISHWASHER
RM137 DISPOSAL 1.7 20 1 17 |- - C| 18 40 2 44 RM137 COOKTOP
RM137 FRIDGE 1.1 20 - 19 |A--| 20 - - 44 -
RM118 DRYER 238 30 2 21 |-B-| 22 30 2 238 RM118 DRYER
- 238 - - 23 |--Cl 24 - - 238 -
RM118 WASHER 1.2 20 1 25 |[A--| 26 20 1 1.2 RM118 WASHER
UL KITCHEN CNTR GH 1.2 20 1 27 |-B-| 28 20 1 1.2 RM139 GH OUTLET
RM139 DISPOSAL 1.7 20 1 29 |--C| 30 20 1 1.8 RM137 HOOD/OUTLET GH
RM139 DISHWASHER 1.2 20 1 31 |[A--| 32 20 1 1.2 UL KITCHEN CNTR GH
RM138 PANTRY 0.8 20 1 33 |[-B-| 34 20 1 1.2 UL KITCHEN CNTR GA
RM139 GH OUTLETS 1.8 20 - 35 |- -Cl 36 20 1 1.7 RM137 MICROWAVE
UL ARE ALARM 0.8 20 - 37 |[A--| 38 20 1 0.8 RM139 MICROWAVE
UL OFACE 1.2 20 - 39 [-B-| 40 20 1 1.2 UL OFACE
UL COMPUTERS 1.8 20 - 41 |- -C|l 42 20 1 0.8 UL BATHROOM GH
NOTES:
CONNECTED LOAD SUMMARY
PHASE A: 274 KVA
PHASEB: 215 KVA
PHASEC: 314 KVA
PANEL TOTAL LOAD: 80.3 KVA
LIGHTS 0.0
PHASEA RECEPTACLES 12.7
PHASEB APPLIANCES 66.6
PHASEC MOTORS 1.0
HEAT 0.0
AC 0.0
WATER HEATING 0.0
80.3
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AMPERES: 225A 120/208V, 3 PHASE, 4 WIRE
MAINS: 225A MLO P N L L L MOUNTING: SURFACE
RATING (KAIC): 20K SECTIONS: 1 of 1
LOAD CKT BKRS CKT. CKT. |CKT BKRS LOAD
DESCRIPTION KVA | AMP | POLE | NO. NO. | AMP | POLE| KVA DESCRIPTION
SPARE 20 1 1 [A-- 2 20 1 1.8 TELECOM/IT D
SPARE 20 1 3 |[-B-| 4 20 1 1.8 TELECOM/IT D
SPARE 20 1 5 |--C|l 6 20 1 1.8 TELECOM/T D
LL EXIT LTS LOCK BKR 0.8 20 1 7 |A-- 8 20 1 0.8 STAIRWAY LTS
UVC-RAM 0.4 20 1 9 |-B-| 10 20 1 0.6 ELEVATORLTS GH
LL BATH LTS GH BKR 0.8 20 1 11 |- -C] 12 20 1 0.8 LL STORAGE OFFICELTS
SPARE 20 1 13 |[A- -| 14 20 1 0.8 OFACELTS
UL EXIT LTS LOCKING BKR 0.8 20 1 15 |-B-| 16 20 1 0.8 DININGRM LTS
KITCHEN LTS 0.8 20 1 17 |- - C| 18 20 1 0.8 UL LIBRARY PLAY LTS
UL OFFAICELTS 0.8 20 1 19 |A- -] 20 20 1 0.8 UL BATH LTS GH
WASHER RM18 1.2 20 1 21 |[-B-| 22 20 1 1.7 LL DISPOSAL RM010
UL LAUNDRY MECH LTS 0.8 20 1 23 |- -C| 24 20 1 1.6 EXT BDLGLTS LOCK BKR
LL KITCHEN GHA 1.2 20 1 25 |A- -| 26 20 1 1.2 LL KITCHEN GH
LL STAIRS HALLWAY 0.6 20 1 27 |[-B-| 28 30 2 2.8 LAUNDRY DRYER RM18
LL FRIGE RM010 1.5 20 1 29 |- -C| 30 - - 2.8 -
TELECOM/T D 1.2 20 1 31 [A--| 32 20 1 1.2 WASHER RM18
OUTLETS GFl RM7 & RM9 1.0 20 2 33 [-B-| 34 20 1 1.0 OFACE RM14
LAUNDRY DRYER RM18 2.8 20 2 35 |- -C| 36 20 1 1.0 LL BATH OUTLETS GH
- 2.8 20 - 37 |[A- -] 38 20 1 1.2 EXT LL WP OUTLETS GH
LL BDRM 4 AHA 1.8 20 1 39 |[-B-| 40 20 1 1.8 LL BDRM 3 AH
LL BDRM 2 AH 1.8 20 1 4“ |--C 42 20 1 1.8 LL BDRM 1 ARl
NOTES: PROVIDE FEED THRU LUGS
CONNECTED LOAD SUMMARY
PHASE A: 146 KVA
PHASE B: 16.3 KVA
PHASE C: 19.1 KVA
PANEL TOTAL LOAD: 50.0 KVA
LIGHTS 15.0
PHASE A RECEPTACLES 19.0
PHASE B APPLIANCES 10.0
PHASEC MOTORS 0.0
HEAT 0.0
AC 0.0
WATER HEATING 0.0
44.0
AMPERES: 400A 120/208V, 3 PHASE, 4 WIRE
MAINS: 400A MLO P N L MOUNTING: SURFACE
RATING (KAIC): 22K SECTIONS: 1 of 1
LOAD CKT BKRS CKT. CKT. | CKT BKRS LOAD
DESCRIPTION KVA | AMP | POLE| NO. NO. | AMP [POLE| KVA DESCRIPTION
WASHER 1.3 20 1 1 |A--[ 2 20 1 1.2 KITCHEN OUTLET
OFFICE OUTLETS 0.8 20 1 3 [-B-| 4 20 1 0.0 FRIGE KITCHEN(REMOVE)
FURNACE 3 1.2 20 1 5 [--C 6 20 1 1.0 ARE ALARM LATCHED
FURNACE 1 1.2 20 1 7 |[A--| 8 20 1 0.0 DISHW ASHER(REMOVE)
OFFICELTS 0.8 15 1 9 (-B-[ 10 20 1 0.8 OFFCE OUTLETS
OFFICELTS 0.8 15 1 11 |- -C[ 12 20 1 0.8 OFFCE OUTLETS
DINING RM LTS 0.8 20 1 13 |A- -| 14 20 1 1.2 EMERGENCY LTS
DINING RM LTS 0.8 20 1 15 |-B-| 16 20 1 1.2 EMERGENCY LTS
FURNACE 2 1.2 20 20 | 17 [- -C| 18 30 2 2.8 DRYER RM164
- 2.8 - - 19 (A- -[ 20 - - 2.8 -
A/CUNIT 3 2.8 30 3 21 [-B-| 22 15 1 0.6 WATER COOLER
- 2.8 - - 23 |- -C| 24 15 1 0.6 ATTICLTS
- 15.1 - - 25 [A--| 26 20 1 0.8 DINING RM OUTLETS
SUB PANEL LAUNDRY RM 17.9 | 100 3 27 [-B-| 28 20 1 0.8 INTERVIEW RM OUTLETS
- 15.8 - - 29 [--C| 30 20 1 1.0 KITCHEN OUTLET
- 2.8 - - 31 [A--| 32 20 1 1.0 KITCHEN OUTLET
A/C UNIT 4 2.8 30 3 33 [-B-| 34 15 1 0.8 KITCHEN INTERVIEW LTS
- 2.8 - - 35 [- -C| 36 15 1 1.2 FLOOD LTS
2.8 - - 37 [A--| 38 20 1 1.2 FURNACE 4
A/C UNIT 2 2.8 30 3 39 [-B-| 40 50 2 0.0 STOVE/ OVEN (REMOVE)
2.8 - - 41 |- -C| 42 - - 0.0 -
NOTES:
CONNECTED LOAD SUMMARY
PHASE A: 350 KVA
PHASE B: 329 KVA
PHASE C: 348 KVA
PANEL TOTAL LOAD: 102.7 KVA
LIGHTS 8.2
PHASE A RECEPTACLES 8.8
PHASE B APPLIANCES 55.7
PHASEC MOTORS 0.0
HEAT 4.8
AC 25.2
WATER HEATING 0.0
102.7
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AMPERES: 225A 120/208V, 3 PHASE, 4 WIRE N
MAINS: SUBFED LUGS ONLY P N L U L M MOUNTING: NEMA-3R SURFACE o
RATING (KAIC): 20K SECTIONS: 1 of 1 T
LOAD CKT BKRS CKT. CKT. [ CKT BKRS LOAD E
DESCRIPTION KVA | AMP | POLE| NoO. NO. | AMP [ POLE| KVA DESCRIPTION S
EWH-1-A 15 20 1 1 |[A--] 2 - - 0.0 SPACE
EWH-1-B 15 20 1 3 |-B-| 4 - - 0.0 SPACE
EWH-1-C 15 20 1 5 |--cl 6 - - 0.0 SPACE
EWH-1-D 15 20 1 7 |A--| 8 15 1 07 EF-1-113
EWH-1-E 15 20 1 9 |-B-| 10 [ 15 1 0.1 EF-2-144
EWH-1-F 15 20 1 11 |--¢ 12 | 15 2 0.1 AC-2-001
EWH-1-G 15 20 1 13 |A--| 14 - - 0.1 -
Exterior Playground LT 0.3 15 1 15 |-B-[ 16 15 2 11 AC-1-A
DOOR MOTORS 0.8 20 1 17 |- -C| 18 - - 1.1 -
AC-2-110 & 106 0.2 15 2 19 |A--| 20 | 15 2 1.0 AC-1-B
- 0.2 - - 21 |-B-| 22 - - 1.0 -
WP GR Outlet-SCPump 0.2 20 1 23 |--cl 24 | 15 2 0.1 AC-3-002
UVC-CC in RTU ROOF 0.7 20 1 25 |A--| 26 - - 0.1 -
AC-3-102 & AC-2-104 0.2 15 2 27 |-B-| 28 | 15 2 0.1 AC-2-004
- 0.2 - - 29 |--cl 30 - - 0.1 -
AC-2-101 0.1 15 2 31 |[A--| 32 | 15 2 0.1 AC-2-006
- 0.1 - - 33 |[-B-| 34 - - 0.1 -
AC-2-124 0.1 15 2 35 |[--cl 36 | 15 2 0.1 AC-2-131
- 0.1 - - 37 [A--| 38 - - 0.1 -
AC-2-123 0.1 15 2 39 [-B-| 40 | 15 2 0.1 AC-2-121
- 0.1 - - 41 |--c 4 - - 0.1 -
NOTES: PROVIDE FEED THRU LUGS
CONNECTED LOAD SUMMARY
PHASE A: 77  KVA
PHASE B: 64 KVA
PHASE C: 60 KVA
PANEL TOTAL LOAD: 201 KVA
LIGHTS 0.3
PHASE A RECEPTACLES 0.0
PHASE B APPLIANCES 0.0
PHASE C MOTORS 0.8
HEAT 10.5
AC 7.6
WATER HEATING 0.0
19.2
AMPERES: 225A 120/208V, 3 PHASE, 4 WIRE
MAINS: 225A MLO P SUB PNL LAUNDRY RM MOUNTING: SURFACE
RATING (KAIC): 10K SECTIONS: 1 of 1
LOAD CKT BKRS CKT. CKT. [ CKT BKRS LOAD
DESCRIPTION KVA | AMP | POLE | NoO. NO. | AMP | POLE [ KVA DESCRIPTION
UNIT 1 LTS 08 | 15 1 1 |A-- 2 15 1 0.8 UNIT 4 LTS
UNIT 1 LTS 08 | 15 1 3 |-B-| 4 15 1 0.8 UNIT 4 LTS
UNIT 3 LTS 08 | 15 1 5 |--¢ 6 15 1 0.8 UNIT 6 LTS
UNIT 3 LTS 08 | 15 1 7 |A--| 8 15 1 0.8 UNIT 6 LTS
SEC SYSTEM LATCHED 12 | 20 1 9 |-B-| 10 | 15 1 0.8 UNIT 2 LTS
ARE SUPR PUMP LATCH 12 | 15 1 11 |--¢ 12 | 15 1 0.8 UNIT 2 LTS
HALL LTS 08 | 15 1 13 |A--| 14 | 15 1 0.8 UNIT NELTS
WASHER -1 13 | 20 1 15 |-B-| 16 | 15 1 0.8 UNIT NELTS
WASHER -2 13 | 20 1 17 |--¢ 18 | 15 1 0.8 UNIT NW LTS
DRYER -1 28 | 30 2 19 |[A--| 20 | 15 1 0.8 UNIT NW LTS
- 2.8 - - 21 |[-B-| 22 | 15 1 0.8 UNITS LTS
UNITS 4&NW GH 10 | 20 1 23 [--Cl 24 | 15 1 0.8 UNIT S LTS
UNITS 5&6 GH 10 | 20 1 25 |A--] 26 | 20 1 1.0 UNITS 1&NE FRIGE
UNITS 1&NE MICROWAVE 13 | 20 1 27 |[-B-| 28 | 20 1 1.0 UNITS 2&3 GA
UNITS 3&2 MICROWAVE 1.3 | 20 1 29 |--¢ 30 | 20 1 1.0 UNITS 1&NE GHA
UNITS 5&6 MICROWAVE 13 | 20 1 31 [A--] 32 | 20 1 1.0 UNITS 2&3 FRIGE
UNITS 4&NW MICROWAVE 13 | 20 1 33 [-B-| 34 | 20 1 1.0 UNITS 4&NW FRIGE
ATTIC FANS 10 | 20 1 3 [--C 36 | 20 1 1.0 UNITS 5&6 FRIGE
CONFERENCE RM 12 | 20 1 37 [A--] 38 | 20 2 1.2 UNIT HEATER MECH. RM
DRYER -2 28 | 30 2 | 39 |-B-| 40 - - 1.2 -
- 2.8 - - 41 [--c 42 | 20 [ 20 | 1.2 WIRE MOLD OUTLETS
NOTES:
CONNECTED LOAD SUMMARY
PHASE A: 151 KVA
PHASE B: 179  KVA
PHASE C: 158 KVA
PANEL TOTAL LOAD: 488 KVA
LIGHTS 0.0
RECEPTACLES 0.0
APPLIANCES 0.0
MOTORS 0.0
HEAT 0.0
AC 0.0
WATER HEATING 0.0
0.0
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LOUDOUN COUNTY EMERGENCY
HOMELESS SHELTER
o

Leesburg,

ARCHITECTURE
INCORPORATED

AMPERES: 400A 120/208V, 3 PHASE, 4 WIRE N
MAINS: SUBFED LUGS ONLY P N L U L MOUNTING: NEMA-3R SURFACE (0]
RATING (KAIC): 22K SECTIONS: 1 of 1 T
LOAD CKT BKRS CKT. CKT. |CKT BKRS LOAD E
DESCRIPTION KVA AMP | POLE | NO. NO. AMP | POLE KVA DESCRIPTION S
UL BATH LGTS GA BKR 1.2 20 1 1 |[A--] 2 20 1 14 UVC-RAM
KITCHEN RM137 GH 1.8 20 1 3 [-B-| 4 20 1 14 UVC-RAM
COMPUTER RM142 1.8 20 1 5 [--C 6 20 1 14 UVC-RAM
UL OFACE OUTLETS 0.8 20 1 7 |A--] 8 20 1 1.2 EXT WP OUTLETS GA
UL DININGROOM AR 1.0 20 1 9 |-B-| 10 20 1 1.0 INDOOR PLAY AREA AR
OUTLETS AR 0.8 20 1 11 - -C 12 20 1 0.8 OUTLETS AR
BDRM 8 OUTLETS AR 1.0 20 1 13 [A- -] 14 20 1 1.2 BDRM 7 OUTLETS AR
BDRM 6 OUTLETS AR 1.0 20 1 15 (-B -] 16 20 1 1.2 BDRM 5 OUTLETS AR
RESIDENT FRIGE UL 1 1.5 20 1 17 (- - Cl 18 20 1 15 RESIDENT FRIGE UL 2
BDRM 2 OUTLETS AR 1.2 20 1 19 |A- -] 20 20 1 12 BDRM 1 OUTLETS AR
OUTLETS GA 0.8 20 1 21 |-B-| 22 20 1 1.8 UL KITCHEN CNTR GA
UL KITCHEN CNTR GH 1.8 20 1 23 |- -Cl 24 20 1 0.8 OUTLETS GH
OUTLETS GH 0.8 20 1 25 |A- -] 26 20 1 0.8 OUTLETS GH
OUTLETS GH 0.8 20 1 27 |-B-| 28 20 1 0.8 OUTLETS GH
OUTLETS GA 0.8 20 1 29 |- -C 30 20 1 1.2 COMPUTER RM OUTLETS
BDRM 4 OUTLETS AR 1.2 20 1 31 |A--| 32 20 1 1.2 BDRM 3 OUTLETS AR
UL GARBAGE DISPOSAL 1.7 20 1 33 |-B-| 34 20 1 1.7 RM103 DISPOSAL
UL FAMILY AREA AR 0.8 20 1 35 |--C 36 20 1 0.8 UL TECO CLOSET
UL FAMILY AREA AR 1.0 20 1 37 |A- -] 38 - - 0.0 SPACE
RTU ROOF RECEP GAWP 0.8 20 1 39 |-B-| 40 - - 0.0 SPACE
COMPUTER RM-142 1.8 20 1 41 |- -C 42 - - 0.0 SPACE
NOTES: PROVIDE FEED THRU LUGS
CONNECTED LOAD SUMMARY
PHASE A: 14.2 KVA
PHASE B: 15.8 KVA
PHASE C: 15.8 KVA
PANEL TOTAL LOAD: 45.8 KVA
LIGHTS 2.8
PHASE A RECEPTACLES 25.6
PHASE B APPLIANCES 8.2
PHASEC MOTORS 0.0
HEAT 0.0
AC 0.0
W ATER HEATING 0.0
36.6
LOUDOUN COUNTY SHELTER EQUIPMENT CONNECTION SCHEDULE
TTEM CONNECTION| DISCONNECT | MOTOR _|BRANCH CIRCUIT | OC DEVICE AT
NUMBER DESCRIPTION voLTS{PH |QTY| Kw | HP | FLA | McA |mocP |  TYPE SWITCH STARTER | DESIGNATION |  PANEL FEEDER COMMENTS
HVAC EQUIPMENT
SEE PANEL
AC ARCOOLINGUNT-1 | 208 | 1 02 10| 15 DC  IRECT CONNECT NOTREQ SEEPLAN | SCHEDULE #12AWG MC
SEE PANEL
AC-2 NRCOOLINGUNT-2 | 208 | 1 04 03 | 15 DC  |IRECT CONNECT NOTREQ SEEPLAN | SCHEDULE #12AWG MC
SEE PANEL
AC-3 ARCOOLINGUNT-3 | 208 | 1 04 03| 15 DC  IRECT CONNECT NOTREQ SEEPLAN | SCHEDULE #12AWG MC
MANUAL SWITCH SEE PANEL
EF-1 EXHAUST FAN 120 | 1 12 | 025 58 | 15 DC INROOM NOT REQ SEEPLAN | SCHEDULE | 2#12AWG,1#12G,34"C
MANUAL SWITCH SEE PANEL
EF-2 EXHAUST FAN 120 | 1 05 40 | 15 DC INROOM NOT REQ SEEPLAN | SCHEDULE | 2#12AWG,1#12G,34"C
SEE PANEL ESTIMATE ONLY; VERIFY IN
HP-3 HEAT PUMP-3 28 | 3 %0 22| 8 DC 1003NFWP | FURNISHED | SEEPLAN | SCHEDULE | 4#4AWG,1#8G,1-14"C FIELD
SEE PANEL ESTIMATE ONLY; VERIFY IN
HP-2 HEAT PUMP-2 28 | 3 159 M2| 50 DC 1003NFWP | FURNISHED | SEEPLAN | SCHEDULE | 4#6AWG,1#8G,1-14"C FIELD
SEE PANEL ESTIMATE ONLY; VERIFY IN
HP-1 HEAT PUMP-1 208 | 3 158 88| 45 DC 1003NFWP | FURNISHED | SEEPLAN | SCHEDULE | 4#6AWG,18G,1-14"C FIELD
SEE PANEL Furnish RTU with Service
RTU-1 ROOF TOP UNIT 208 | 3|1 |158 0| 50 DC  |1003NFWPSTB| FURNISHED | SEEPLAN | SCHEDULE | 4#6AWG,148G,1-14"C | GFCIWP 120VAC Receptacle
MANUAL SWITCH SEE PANEL See safety & installers
uve-ce UVC COIL CLEAN 120f1]1]07 60 2 DC WPONRTU | INCLUDED | SEEPLAN | SCHEDULE #2AWG MC | manual. Customer Furnished
UVC RAPID AR MOVEMENT SEE PANEL Customer Furnished Note 1
UVC-RAM CLEANER 120 | 1]10] 04 30 20 | DR9'H | INCLUDED | INCLUDED | SEEPLAN | SCHEDULE #2AWG MC
SHUNT TRIP SEE PANEL ESTIMATE ONLY; VERIFY IN
ELV ELEVATOR #1 208 | 3 360 | 30.00 | 1000 20 DC BREAKER | FURNISHED | SEEPLAN | SCHEDULE | 4#400,1#4G.212'C FIELD
PLUMBING EQUIPMENT
SEE PANEL WG M | ESTIMATE ONLY; VERIFY IN
EWH-1 | ELECTRIC WALLHEATER | 120 | 1 15 125 | 2 DC  DIRECT CONNECTNOT REQUIRED] SEEPLAN | SCHEDULE ’ FIELD
ELECTRIC CIRCULATING MANUAL SWITCH SEE PANEL oG uC | ESTMATE ONLY; VERIFY IN
CP-1 PUMP 120 1)1 02] 00 20 | 15 DC INROOM  |NOTREQUIRED| SEEPLAN | SCHEDULE : FIELD
SEEPANEL | ou19aWG, 1#126,34"C
ESP1 | ELEVATORSUMPPUMP | 120 | 1| 1| 07 | 025 58 | 15 DC 34NF  |NOTREQUIRED] SEEPLAN | SCHEDULE
DIRECT SEE PANEL I
oS OILMINDERSYSTEM | 120 | 1] 1 | 02 | o5 20 | 15 DC CONNECT |NOTREQUIRED] SEEPLAN | SCHEDULE :
SEEPANEL | #F1OAWG/1#10G2'C & | EgrynaTE ONLY; VERIFY IN
SGP SEWERCUTTERPUMPS | 208 | 3| 2 | 54 | 4 15 | 30 DC 0/3INF FURNISHED | SEEPLAN | SCHEDULE | B#18AWG1"C&34"C FIELD <212Ft Run
120 (1] 213 SR SEE PANEL | 4#12AWG,2#12G,3/4"C | Feeders suppy both stacked
STACKED WASHERDRYER | 208 | 2 | 2 | 56 2 3 SR NR NR SEEPLAN | SCHEDULE | 6#10AWG,2#10G,1"C LL LAUNDRY RM
SCP PROVIDE ALARM DRY
SEE PANEL #12AWG’ MC CONTACTS TO REMOTE ALARM
CLOTHS WASHER 120 [1]2] 13 2 SR NR NR SEEPLAN | SCHEDULE SYSTEM 6HBAWG,3/4C
SEEPANEL | 3410AWG, 1#10G,1"C
CLOTHS DRYER 28 |2 2] 56 20 SR NR NR SEEPLAN | SCHEDULE May use MC Type Conduit
KITCHEN APPLIANCES
SEE PANEL HOANGMC
EXHAUST HOOD 120 1] 2] 03 3 | 150 SR NR NR SEEPLAN | SCHEDULE
SEEPANEL | 340 WG, 1#10G,1"C _
RANGE 28 | 2] 1] 87 50 DC NR SEEPLAN | SCHEDULE May use MC Type Conduit
SEEPANEL | pue WG, 1#10G,1"C _
COOKTOP 2082|165 2| 4 DC NR SEEPLAN | SCHEDULE May use MC Type Conduit
SEEPANEL | 340 WG, 1#10G,1"C
DOUBLEWALLOVEN | 208 | 2| 2 | 83 40 | 50 DC NR SEEPLAN | SCHEDULE i May use MC Type Conduit
SEE PANEL
#H2AWGMC
FRIDGE 12f1]2] 15 2] 2 SR NR SEEPLAN | SCHEDULE
SEE PANEL HOAGNC
REACH-IN FRIDGE 120 1] 1| 14 u | 2 SR NR SEEPLAN | SCHEDULE
SEE PANEL , .
3#12AWG,1#12G,3/4'C | Mayuse MC Type Conduit
REACH-IN FREEZER 208 | 2| 1| 25 18| 2 SR NR SEEPLAN | SCHEDULE
SEE PANEL HOAGNC
MICROWAVE 12f1]2]17 136 | 2 SR NR SEEPLAN | SCHEDULE
SEE PANEL HOAGNC
DISHWASHER 120 | 1] 2 | 14 u | 2 SR NR SEEPLAN | SCHEDULE
Manual Switch SEE PANEL #2AWG,MC Note 1
KITCHEN SINK DISPOSAL | 120 | 1| 5 | 18 | 075 138 | 2 DC Over Sink NR SEEPLAN | SCHEDULE
SEE PANEL
FRIDGEFREEZER 208 | 2] 1] 25 122 ] 2 SR NR SEEPLAN | SCHEDULE | 3#12AWG,1#126,34'C | Mayuse MC Type Conduit
SEE PANEL
MICROWAVEWVENT | 120 | 1] 2 | 18 5 | 2 DR NR SEEPLAN | SCHEDULE #H2AWGMC
LEGEND:
DR DUPLEX RECEPTACLE
SR SINGLE RECEPTACLE
DC DIRECT CONNECTION

FURNISHED MEANS FURNISHED AS PART OF EQUIPMENT PACKAGE

NOTES

1 MULTIPLE UNITS SEE FLOOR PLAN FOR QUANTITY AND BRANCH CIRCUIT DESIGNATIONS.

1801 ALEXANDER BELL DRIVE
SUITE 640
RESTON, VIRGINIA 20191
Fax: 703-264-0733
WWW.ARCHINC.COM
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